Data Kasey Building: Floor: 15 Date 07/13/04
Collected Ingram Sampled:
By:
PERIOD 1 PERIOD
I
Sample Site Room Room Hall| Entrance Outside Copy| Entrance C Room Room Room Hall| Entrance| Outside| Copy/Mail| Entrance C Room
15104 15134 | Informati A | Entrance B /Maril Room 15328 15104 15134 | Infromati A| Entrance Room Room 15328
on desk Room 15351 on Desk B 15351
Time 11:26 11:29 11:32 11:35 11:38 11:40 11:43 11:46 12:45 12:51 12:54 12:57 01:00 01:03 01:05 01:08
Temperature 73.8 739 739 74.1 743 720| 72.3 72.9 75.2 74.1] 73.9 7435 | 74.3 72.0 72.0 72.9
Relative 55.5 553 55.9 55.4 55.1 56.3 56.8 58.1 50.7 51.1 51.9 52.1 51.9 52.0 55.5 55.3
Humidity
Carbon 626 632 672 642 628 607 620 613 616 616 618 625 624 605 607 609
Dioxide
Carbon 0.8 0.5 0.8 0.7 0.8 0.7 0.8 0.7 0.5 0.6 0.1 0.9 1.1 0.8 0.8 0.7
Monoxide
Air Sample #| MEA-2-15-| MEA-2-| MEA-2- | MEA-2-
01 15-02 15-03 | 15-04
Results in 12 12 24 12
CFU/m3
Notes
Data Kasey Building: Floor: 16 Date 07/13/04
Collected Ingram Sampled:
By:
PERIOD 1
Sample Site Room Room Room Room Room Room Room Elevator Room Room Room Room Room Room Room Elevator
16323 16323 16303 16324 16366 16390 16413 Lobby 16323 16323 16303 13324 16366 13390 16413 Lobby
Time 10:47 10:49 10:51 10:52 10:54 10:56 10:57 10:59 02:49 02:50 02:52 02:55 02:56 02:58 02:59 03:01
Temperature | 74.1 | 743 | 74.5 | 75.0 | 75.6 | 75.7 | 74.8 | 74.1 | 73.8 | 73.9 | 74.8 | 75.4 | 75.7 | 75.7 | 74.5 | 75.2 |
Relative 45.9 47.0 47.8 483 48.2 48.5 48.8 S1.1 51.3 51.6 51.6 50.9 49.8 49.4 49.4 50.3
Humidity
Carbon 699 726 736 744 756 747 728 732 806 820 856 831 840 821 813 829
Dioxide
Carbon 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0
Monoxide
Air Sample # | MEA-2-16-[ MEA-2-| MEA-2-| MEA-2-
01 16-02 16-03 | 16-04
Results in 24 12 12 12
CFU/m3

Notes
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